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3. Defining the Proposed and Standard Designs

The space conditioning energy budget for the low-rise resdentid Standards is a custom budget,
thet is, the energy that would be used by a building Smilar to the Proposed Design, but that is
modified to just meet the requirements of the prescriptive standards.  The building thet is
modeled to create the custom budget is the Standard Design. This section of the ACM
Approval Manual describes how the Proposed and Standard Designs are defined.

The Proposed Design is modeled based upon user inputs that are subject to a variety of
redrictions aswell as avariety of fixed and restricted assumptions regarding dwelling design and
operdion. The user enters information to describe the therma characteristics of the building
envelope including its surface aress, air leskage, shading sructures and attachments, thermal
mass dements, heating and cooling equipment and digtribution systems, and water heeting
equipment and didtribution systems.

The process of generating the Standard Design and caculating the custom budget must
be performed automaticaly by the program based on the dlowed and default inputs for the
Proposed Design as wdll as the fixed and restricted inputs and assumptions for both designs.
These operations shdl not be accessible to program users for modification when the program is
used for compliance purposes or when compliance forms can be generated by the program.
The Standard Design generator must automatically take user input about the Proposed Design
and create input data for the Standard Design, using dl the applicable fixed and redtricted
inputs and assumptions. All assumptions and agorithms used to modd the Proposed Design
must dso be usad in a consgstent manner in the Standard Design building.

Defining the Standard Design building involves two steps.  Firdt, the geometry of the
proposed building is modified from the description entered for the proposed desgn. Second,
building fegtures are modified to meet the minimum requirements of compliance with package D
of the Standards.

The following sections present the detalls on how the Sandard Design is to be
developed.

3.1 Basisof the Standard Design - Package D

The basis of the Sandard Design is package D. The requirements of package D are contained
in Section 151(f) of Title 24, Pat 6 of the State Building Standards. These prescriptive
requirements are not repeated here.

3.2 Building Physical Configuration

Proposed Design: The building configuration is defined by the user entries for heavy and light
floor areas, wall areas, roof and celling aress, fenedtration aress, and door aress, which are |
entered dong with the orientation of these building eements. The user entriesfor dl of these
building dements must be consstent with the actua building design and configuration. If the
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ACM actudly modds the specific geometry of the building by using a coordinate system or
graphic entry technique, the building geometry must be as consistent as reasonably possible
with the actud building design to achieve therma modeling accuracy.

Standard Design: The Sandard Design building has the same floor area, volume, and
configuration as the Proposed Design, except that wall and window area are distributed
equally between the four main compass points, North, East, South, and West. The details
are described below.

3.2.1 Conditioned Floor Area

Proposed Design: The ACM must require the user to enter the total conditioned floor area of
the Proposed Design as well as the conditioned dab floor area. The conditioned dab floor
area is the area of a dab floor with a minimum dab thickness of 3.5 inches or a minimum
heat capacity of 7.0 Btu/ft>-°F and conditioned space above and unconditioned space or
the ground/gravel below. The non-dab conditioned floor area is the total conditioned floor
area minus the conditioned d&b floor area.

Standard Design: The total conditioned floor area and the conditioned dab floor area of the
Standard Design building is the same as the Proposed Design.

Proposed Design & Standard Design: ACMs must keep track of the conditioned floor area
and must at least be able to keep separate track of the tota conditioned floor area and
conditioned dab floor area. These areas are used to determine the default thermal mass for
the Proposed Design and the therma mass for the Sandard Design. Stairwell floor areais
the horizontal area of the stairs and landings between two floors of each story of the house.
The conditioned dab floor areamay be elther on-grade or araised dab.

3.2.2 Volume

Proposed Design: The volume of the Proposed Design is the conditioned volume of ar
enclosed by the building envelope. The volume must be consstent with the ar volume of
the actuad design and may be determined from the tota conditioned floor area and the
average height or from adirect user entry for volume.

Standard Design: The volume of the Standard Design building is the same as the Proposed
Design.

3.2.3 Cailings

Proposed Design: The ACM shdl alow a user to enter one or more ceiling/roof areas for the
Proposed Design from an approved list of roof/celing condruction types. Some of these
congtruction types may be user-defined but the ACM must determine the output names for
user-defined congtruction types for dl building envelope congtructions. The ACM shdl not
dlow the user to specify output names for congruction types or envelope ements. The
roof/celling areas, condruction assemblies, and tilts modded must be condgtent with the
corresponding areas, congruction assemblies, and tiltsin the actua building design and must
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totd the overal roof/celling area with conditioned space on the ingde and unconditioned
gpace on the other sde. Except as indicated in the next sentence, the U-vaue of the
modeled assembly must be the same as the U-vdue of the actud assembly. Cailing
condruction assemblies that do not meet the mandatory minimum U-vaue required by Title
24 ghdl not be dlowed.

Standard Design: The celing/roof areas of the Standard Design building are equd to the
caling/roof areas of the Proposed Design. The Sandard Design roof and celling surfaces
are assumed to be horizontal (no tilts) and have a U-vaue specific to the package D
requirements. The Standard Design generator must consider dl exterior surfaces in the
Proposed Design with a tilt less than 60 degrees as roof dements. Surfaces that tilt 60
degrees or more are treated aswalls.

3.2.4 Radiant Barriers

Proposed Design: The ACM must dlow the user to input a radiant barrier. The presence of a
radiant barrier must be reported in the Special Features and Modeling Assumptions
ligings on the CH1R and C-2R.

Standard Design: The Sandard Design shdl have a radiant barrier in accordance with
Package D requirements.

3.2.5 Cool Roofs

Proposed Design: The ACM mugt dlow the user to input a cool roof. The presence of a cool
roof must be reported in the Special Features and Modeling Assumptions ligings on the
CF-1R and C-2R.

Standard Design: The Sandard Design shdl be modded without a cool roof.

3.2.46 Walls

Outsid Inside

Inside

Walls have a tilt

greater than 60 Roofs have a tilt Outside Floors have a tilt
but less than 120 less than 60 of 180 degrees
degrees from the degrees from the from the
horizontal horizontal horizontal

Figure 3-1 - Surface Definitions

Proposed Design: The ACM shdl dlow a user to enter one or more wall aress for the
Proposed Design from an approved list of wall condruction types. Some of these
congtruction types may be user-defined but the ACM must determine the name for user-
defined congruction types for dl building envelope congtructions. The ACM shdl not adlow
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the user to specify names for congtruction types or envelope elements. The wall areas
modeled must be consstent with the corresponding wal areas in the actud building design
and the totd wall area must be equd to the gross wal area with conditioned space on the
ingde and unconditioned space or exterior conditions on the other side.

Standard Design: The grosswall areain the Sandard Design run is equd to the gross wall
area of the Proposed Design, induding knee walls in the celing condruction of the
Proposed Design. The grosswall arealin the Sandard Design is equaly divided between
the four main compass points, North, East, South, and West. Window and door aress are
subtracted from the gross wal area to determine the net wal area in each orientation. All
surfaces included in the Proposed Design run input file with a tilt from the horizonta of 60

| degrees or more and less than 120 degrees are treated as wals. Surfaces that have atilt of
less than 60 degrees are considered to be roof surfaces.

3.2.57 Basement Wallsand Floors

Proposed Design: Portions of basement walls above grade must be modeled as conventiond
walls above grade. The user must be requested to enter the area of basement walls below
grade as the area of below grade wall at each of 3 depths for Zero to 2 feet below grade

| (shdlow), frem-greater than 2 feet to 6 feet below grade (medium), and greater than 6 feet
below grade (degp). The ACM shdl dlow users to enter as many wall types as necessary
to modd the proposed congtruction. The ACM must use the same method for determining
the U-value and mass characteristics for below grade walls as used for above grade walls.
The default vaue for the proposed design wdl congruction shdl be the same as the
Sandard Design.

Standard Design: The Sandard Design shdl have the same basement wal aress as the
Proposed Design. The Standard Design basement wall shdl be assumed to be awal with
a Heat Capacity of 15.7 Btu/(ft>-°F), a thickness of 8 inches, and an uniform R-value of
15

3.2.68 Floors

Proposed Design: In addition to the tota conditioned floor area and total conditioned dab
floor area, ACMs mugt alow the user to enter floor areas for the standard raised floor
condruction types liged in Table 3-1 and at least three user-defined congtruction types.
The ACM must require user input to be able to distinguish floor areas and constructions that
are over crawl spaces. The ACM and its documentation must inform the user that the floor
congructions and areas must be consstent with the actud building design.

The effect of a conventional crawl space is approximated with a therma resstance of R-6;
however, for controlled ventilation crawl spaces (an optiona capability), the crawl spaceis
modeled as a separate thermal zone and R-6 is not assumed. The R-6 vaue for a
conventiond crawlspace shdl be automaticdly caculated by the ACM and shdl not be
dlowed as a user input.
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Standard Design: The exposed raised floor U-vdue used in the Sandard Design is
independent of the proposed construction assembly. It does vary, however, depending on
whether or not the floor assembly is located over a crawl space. The ACM must keep
track of which raised floor surfaces are over crawl spaces and which are not.

Proposed Design & Standard Design: The effect of a crawl space is approximated with a
thermal resstance of R-6 and thisis accounted for in the Standard Design U-vduein Table
3-1. Rasad floorsin the Proposed Design that are not located over a crawl space shdl
not include the R-6 therma resistance used for floors over a crawl space.

3.2.79 Sab-on-Grade Perimeter

Proposed Design: The ACM must dlow users to enter a least two different dab perimeter
congructions and their corresponding lengths. ACMs must assume that 80% of any dab
edge length entered is adjacent to rug-covered (R-2 for carpet and pad) dab and 20% is
adjacent to exposed dab on the conditioned side and determine an overal F2 factor for the
total length or specify that the user enter or choose such a weighted F2 factor. The ACM
must be able to determine the amount of dab edge adjacent to unconditioned spaces
separately from the dab edge adjacent to the outsde so that the ACM can determine the
appropriate Sandard Design. In the Proposed Design, the F2 factor(s) may account for
dab perimeter insulation for both dab edges exposed to the outside and dab edges adjacent
to unconditioned spaces such as garages. Slab edges adjacent to garages and
unconditioned spaces may be considered to be insulated with R-7 insulation and have an F2
factor of 0.51.

Standard Design: Thetota dab perimeter length in the Sandard Design isthe same asin the
Proposed Design. For the Sandard Design, the dab edge hest loss factor, F2, is 0.76
for al climate zones except Climate Zone 16 where F2 is0.51. For the Standard Design
unconditioned spaces such as the garage are assumed to be detached, hence the dab
perimeter between conditioned spaces and unconditioned spaces such as garages is
assumed to meet the Alternative Component Package D requirements in Section 151 of the
building efficiency standards and is assumed to be exposed to the outside conditions. See
Section 4.7.1 for details,

3.2.810 Doors

Proposed Design: ACMs mugt dlow users to enter at least two different door construction
types, their areas, and orientations. These door types must include the standard door type
gpecified in Table 3-1 plus at least one user-defined door type with an ACM specified
name or designator. For the user-defined door type, the ACM must at least alow the user
to enter the areq, the orientation, and the U-value or R-vaue of the door.

Standard Design: The Standard Design has 40 square feet of door area for each dwelling
unit. All doors are assumed to face north. This means that the net opague wall area facing
north is reduced 40 ft2 for each dwelling unit for the Sandard Design run.
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3.2.911 Fenestration Typesand Areas

Proposed Design: ACMs mugt dlow users to select fenestration or window types from the
default tables in the standards or from severa user-defined fenestration types where the user
must enter the Number of Fenestration Assemblies, the U-value and Solar Heat Gain
Coefficient (SHGC) for any user-defined window type. For each user-defined fenestration
type the ACM must require the user to enter the Fenestration Area, tilt and orientation.

Standard Design: Fenedtration areaiin the Standard Design is determined by the package D
specification for the appropriate climate zone. If package D for the climate zone permits
20% of the conditioned floor area in glass, then the Standard Design has a fenesiration
area equd to 5% of the conditioned floor areafacing in the direction of each magjor compass
point. If package D for the climate zone permits 16% of the conditioned floor areain glass,
then the Standard Design has a fenestration area equal to 4% of the conditioned floor area
facing in the direction of each mgor compass point. There is no skylight area in the
Sandard Design run. The net wal area on each orientation is reduced by the fenestration
area (and door ared) on each facade.

3.2.1012 Overhangs

Proposed Design: ACMs must alow users to enter a set of basic generic parameters for a
description of an overhang for each individud fenedtration or window areaentry. The basic
parameters mugt include Fenestration Height, Fenestration Width, Overhang Length,
and Overhang Height. ACM user entries for overhangs may aso include Overhang Left
Extension and Overhang Right Extension.

Standard Design: The Standard Design does not have overhangs.

3.3 Envelope Heat Loss Factors

Hest |oss factors include U-vaues for ceilingsroofs, walls, floors, windows and doors. For the
dab edges of dabs-on-grade the heat loss factor is expressed as an F2 factor

Proposed Design: Except for user-defined walls, ACMs must automatically assgn heet loss
factors based on the user’s sdection of one of the standard building dements from the
approved ligts of standard building eements.

ACM vendors should note that user entered U-vaues are developed with an outside
ar film resstance of 0.17 based on a 15 mph wind speed. The vendors may internaly
adjugt the U-vadue in the smulation for average wind conditions (3 mph wind) by assuming
an outdde air film resstance of 0.38 or they may dtrip off the fixed outsde air film R-value
of 0.17 and cdculate an hourly R-vaue for the outside air film coefficient based on the wind
speed and surface roughness.

Standard Design: Heat loss factors in the Sandard Design are determined by the Package
D gpecification. They are independent of the congruction assembly in the proposed
building. The heat loss factors used in the Sandard Design are given in the table below.
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The Sandard Design U-vaues for roof/ceilings and wals depends only on the package
gpecification and is independent of the actud congruction assembly proposed. The
gandard design U-vadues include an externd air film with an R-vaue of 0.17 based on a 15
mile per hour wind speed. The adjusment to thisair film for the sandard design shdl bethe
same as that used for the proposed design.

For dab edges, the heat loss factor (F2 factor) is one of two fixed values in the
Sandard Design run. For climate zones with no dab edge insulation requirement and dab
edges adjacent to unconditioned spaces F2 is 0.76 and for dab edges required to be
insulated it is 0.51. For the climate zone package(s) that require dab edge insulation
(Climate Zone 16), the dab edge for the Sandard Design has insulation on the tota
perimeter length and has an F2 factor of 0.51.

The door U-vaue isfixed at 0.330 Btu/(hr-ft>-°F) in the Standard Design run.

Table 3-1 - Basecase Heat Loss Factors

Building Component Package Specification or U-value
Mandatory Minimum

Roof R-19 0.051
R-30 0.034
R-38 0.028
Wall R-13 0.088
R-19 0.065
R-21 0.059
Raised Concrete Floor R-0
R-4
R-8
Raised Floor (crawl space) R-19 0.037
(no crawl space) R-19 0.049
Fenestration U=0.75 0.75
U =0.65 0.65
U = 0.60 0.60
Doors na. 0.330
F2 Factor*
Slab Edge None 0.76
R-7 0.51

! The F2 Factor is determined based on the required assumption that 80% of the slab edgeis
adjacent to rug-covered slab and 20% is adjacent to exposed slab.
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3.4 Solar Heat Gain Coefficients

Proposed Design: ACMs mugt require the user to enter the fenedtration Solar Heat Gain
Coefficient for each window, skylight, or other fenestration system type with a separate
aea This requirement may be met by having the user sdect from a standard list of
fenedtration systems and szes or by direct entry for user-defined windows or skylights. In
addition, for each window, skylight and fenesiration eement the ACM must require the user
to sdect an teriorand—exterior shading trestment from the lids given in the—tables
belowTable 3-3. The ACM will then determine the overdl SHGC for the complete
fenedtration system based on the fenestration SHGC and the SHGCs assigned to the
Commission-approved aterier-and-exterior shading devices and assgned interior shading
devicesfrom Table 3-2 and Table 3-3.

Standard Design: The Sandard Design fenestration Solar Heat Gain Coefficients (SHGCs)
are determined by the appropriate Package D specifications for the gpplicable climate zone.
Note that the frame type and the presence or absence of muntins or dividers is nRew
irrdlevant for the Standard Design siree-as the Package D vaues for SHGCse and the U-
valde-U-factor include the effects of fenedtration festures such as framing, dividers, and
muntins

3.5 Shading Devices and their Solar Heat Gain Coefficients
Internally, ACMs ghdl use two vaues to cdculale solar heat gain through windows:
SHGCgpen and SHGCcjosed:  SHGCgpen is the totd solar heet gain coefficient of the

fenedtration and its exterior shading device when the operable interior shading device is open.
SHGC|osed s the total solar heat gain coefficient when the interior shading device is closed.

SHGCgpen is the setting that applies when the air conditioner is not operating, which typically is
most of the 24-hour period, while SHGCgogeq @oplies only for periods when the ar

conditioner operates. The Standard Design vaues for these SHGCs are shown in Table 3-4
below. SHGCgpen and SHGC | gseq are not user specified inputs.

The ACM must require the user to directly or indirectly specify SHGCsen and frame type. The
ACM musgt assgn an interior shading device as liged in_ Table 3-2_and require the user to
Specify iaterior-and-exterior shading devices as the-typesliged in Fables-3-2-and-3-3Table 3-3.
The ACMs mugt caculate the overal SHGC for the fenestration with shading devices as shown
in Chapter 4.

For both the Proposed Design and the Standard Design, dl windows are assumed to have
sgmetypeef—mpshadmg{drapenes and skylights are assumed to have no |nter|or shaallnq }

be—pr&nt—a—nnd—mqaeetmn The ACM Compllanoe Supplement ust adso explicitly |nd|cate
that the ACM automatically gives credit for drgperies for al windows that-de-ret-use-higher
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pe#enqqaqee-ﬁmpslqadmg—da%md that credlt IS dlowed onIy for ene—mtener—shedmg

Proposed Design: The ACM mugt require the user to ether accept the default exterior
shading devices or sdect from a specific Commission-approved lists of Haterior-and-exterior
shading devices for each fenedtration eement. The eléauh—ehereeier—mtenor shading device
is Standard whi , .
for windows and None (1. 0 SHGC) for skvllqhts The default ch0|ce for exterior shading
device is Sandard, which is assgned an average SHGC of -0.76

Standard Design: The ACM uses the default vaues for interior and exterior shading devices
for the Sandard Design_based on Standard for windows and None for skylights from
Table 3-2 and Table 3-3.
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Table 3-2 - Allowed Interior Shading Devices and Recommended
Descriptors

Recommended Interior Shading Attachment Solar-Heat Solar Heat
Descriptor Reference Gain Gain
GCoetficient Coefficient
before /4200  after1/1/2002
2
. . . 0.68 0681
Standard Draperies or No Special Interior
Shading - Default Interior Shade
iniBlind
OpReHshd OpagueReHer Shades o4+ 668
None 2 No Interior Shading - Only for 100 1.00
Skylights (Fenestration tilt <60
degrees)

Note (general): No other interior shading devices or attachments are allowed credit for compliance
with the building efficiency standards.

Note 1: Befautt—drapery—Standard shading shall be assumed for all fenestration with a tilt of 60
deqrees or greater from horlzontdwheneve#ne—ethepw%#mr—shadwls—speemed—ﬁe#a—mndew

Note 2: None —is the default interior shading device in the standard and proposed design for
fenestration tilted less than 60 degrees from horizontal (skylights) and isonly allowed for fenestration
tilted less than 60 degrees from horizontal (skylights), i.e. None is not an interior shading option for
ordinary vertical windows.
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Table 3-3 - Allowed Exterior Shading Devices and Recommended

Descriptors
Recommended Exterior Shading Device Solar Heat Gain
Descriptor Reference Coefficient
Standard Bug Screen or No Shading - 0.76
Default Bugscreens are
modeled
WvnScrn Woven SunScreen (SC<0.35) 0.30
LvrSern Louvered Sunscreen 0.27
LSASnScrn L SA Sunscreen 0.13
RIDwnAwng Roll-down Awning 0.13
RIDwnBInds Roll -down Blinds or Slats 0.13
None 1 For skylights only - No 1.00
exterior shading

Note 1. None -is the default for fenestration tilted less than 60 degrees from
horizontal (skylights) and is only allowed for fenestration tilted less than 60
degrees from horizontal (skylights)., i.e. None -is not an exterior

option for ordinary vertical windows.

Table 3-4 - Standard Design Shading Conditions

California Energy Commission
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Package Specification

Characteristic SHGCn = NR SHGCtn = 0.40
SHGC fen 0.70 0.40

SHGC open 0.68 0.39

SHGC (josed 0.63 0.37
Glazing Double Clear Double Clear
SHGC o +int 0.647 0.378
Interior Shade Drapes (Standard) Drapes (Standard)
SHGC ¢ 0.68 0.68
Exterior Shade Bugscreen (Standard) BugScreen (Standard)
SHGC oyt 0.76 0.76

3.6 Thermal Mass

The performance approach is based on prescriptive Package D of the efficiency standards,

which has no therma mass requirements. Package D and the performance gpproach assume

that both the Proposed Design and Sandard Design building have a minimum mass as a
function of the conditioned area of dab floor and nondab floor.

Proposed Design: The ACM may require the user to identify whether or not the Proposed
Design is a high mass building that exceeds the specified mass threshold.  Unless the
Proposed Design has thermd mass that exceeds a therma mass minimum threshold, the
ACM shdl modd thermd meass for the Proposed Design the same as the Standard
Design.

Standard Design: The ACM shdl modd the Standard Design as 20 percent of the
Proposed Design's conditioned dab floor area as exposed dab, 80% of the conditioned
dab floor area as rug-covered dab, and 5% of the Proposed Design’s nondab floor area
as exposed 2 inch thick concrete. No other mass elements are modded in the Sandard
Design.

The conditioned dab floor area (dab area) shall be modeled as 20 percent exposed
thermal mass having a thickness of 3.5 inches, avolumetric hest capacity of 28 Btu/ft®-°F, a
conductivity of 0.98 Btu-inhr-ft>-°F, and a surface conductance of 1.3 Btuhr-ft>-°F (no
thermd resstance on the surface). The remaining 80% of the conditioned dab floor area
shall be modeled as covered therma mass with the same characterigtics as the exposed
mass, but with the addition of a surface R-value of 2.0 Btu/hr-ft>-°F typical of a carpet and
pad.

Conditioned nondab floor area shdl be modeled with 5% of the nondab floor area as
exposed thermd mass. This therma meass is modded in both the Proposed Design and
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Standard Design with a thickness of 2.0 inches, a volumetric heat capacity of 28 Btu/ft>-
°F, a conductivity of 0.98 Btu-invhr-ft*-°F, a surface conductance of 1.3 Btu/hr-ft>-°F (no
added thermd resistance on the surface).

3.7 High Mass Threshold

Proposed Design: The ACM may only alow the user to model additiond therma mass when
the equivaent therma mass for the Proposed Design reaches a specific mass threshold.
The ACM may require that a user indicate a high mass design before the user is dlowed to
enter additional mass dements and mass characterigtics other than what is assumed for the
Standard Design. The high mass threshold is determined by an amount of mass equivdent
to 30% of the conditioned dab floor area as exposed dab, 70% of the conditioned dab
floor area as rug-covered dab and 15% of the conditioned nondab floor area as 2 inch
thick exposed concrete with the same specifications as those given in the Thermal Mass
section above. To determine the threshold, this mass is converted to a standard Interior
Mass Capacity using the Unit Interior Mass Capacity (UIMC) method described in
Appendix I.

The theemd meass of the Proposed Design, other than the mass modded for the
Sandard Design is only modeled and displayed on compliance output if the design has
more equivaent therma mass than the high mass threshold. The ACM may require thet the
user specify that the desgn is a high mass desgn before the entry of mass dements not
related to the dab floor and nondab floor defaults. For example, a Proposed Design with
al of the conditioned floor area as dab-on-grade construction designed with 25% exposed
dab is gill modded with 20% exposed dab because the designed therma mass does not
exceed the threshold. If the same house is designed with 30% of the conditioned floor area
as exposed dab and 70% rug-covered dab then the permit gpplicant may model that
amount of therma meass in the Proposed Design. In addition, a Proposed Design may
mode and take credit for other forms of thermal mass such as masonry fireplaces or extra:
thick sheetrock using the UIMC method to determine if the threshold mass is reached.
Additional mass e ements are not modeled in the Sandard Design.

Standard Design: The Standard Design therma mass is the same as described in Section
3.6.

3.8 Heating and Cooling System

Proposed Design: ACMs must require the user to enter smple hesting and cooling seasond
efficiencies that are used to characterize basic package single zone HVAC systems used to
heat and/or cool the modeled building. ACMs must be able to digtinguish what fud is being
used to heat the building and what fud is used to cool the dwelling. This may be based on
direct user input or indirectly determined from the user's sdection of HVAC equipment
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types. ACMs must require the user to enter the type of distribution system that is used in
the proposed design.
Standard Design: The standard heating and cooling system for centrd HVAC systemsisa

sngle zone system with ducts in the attic. The standard heating and cooling system for non-
centrd HVAC sysemsis an unducted system.

3.8.1 Heating Equipment

Proposed Design: ACMs must be able to modd the basic types of heating equipment listed in

| Table 2-3 except for combined hydronic space and water heating systems, which is an

optiona modeling capability. ACMs must require the user to enter the basic information to

model the energy use of these pieces of equipment. At the minimum this includes some type

of seasond efficiency for heating and whether or not the HVAC system has ducts. When

using a gas hedating sysem, the ACM must require the user to identify if the gas hesting

| system is ducted or non-ducted and if it isa centra gas furnace or gas heat pump system, or

a non-centra gas furnace system. If the system is a non-ducted non-central gas furnace

system, the ACM must require the user to sdlect the type and size of the equipment from

Table 3-5 where the system sze, as a default, may be determined as 34 Btu/hour per

square foot of conditioned floor area. For central ducted systems the ACM Proposed

Design shdl use Equation 3.2 for gas furnaces, 3.4h for gas heat pumps, and 3.3 for
electric heat pumps and el ectric resistance furnaces.
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Table 3-5 - Non-Ducted Non-Central Heating Equipment Default Efficiencies
Gas Fired Wall Furnaces, Floor Furnaces and Room Heaters Seasonal
Efficiency
Wall fan type up to 42,000 Btu/hour 73%
over 42,000 Btu/hour 74%
gravity type up to 10,000 Btu/hour 59%
over 10,000 Btu/hour up to 12,000 Btu/hour 60%
over 12,000 Btu/hour up to 15,000 Btu/hour 61%
over 15,000 Btu/hour up to 19,000 Btu/hour 62%
over 19,000 Btu/hour up to 27,000 Btu/hour 63%
over 27,000 Btu/hour up to 46,000 Btu/hour 64%
over 46,000 Btu/hour 65%
Floor up to 37,000 Btu/hour 56%
over 37,000 Btu/hour 57%
Room up to 18,000 Btu/hour 57%
over 18,000 Btu/hour up to 20,000 Btu/hour 58%
over 20,000 Btu/hour up to 27,000 Btu/hour 63%
over 27,000 Btu/hour up to 46,000 Btu/hour 64%
over 46,000 Btu/hour 65%

Standard Design: When dectricity is used for hegting, the heating equipment for the
Standard Design shdl be an dectric heat pump with a Heating Seasond Performance
Factor (HSPF) of 6.8 except when Proposed Designs use a single package hest pump
only, the Sandard Design shal assume an HSPF of 6.6. When dectricity is not used for
heeting, the equipment used in the Standard Design building shdl be ether a gas furnace
with an Annud Fud Utilization Efficiency (AFUE) of 0.78 for centrad systems, or shdl be a
gas furnace of the type specified in the proposed design at the efficiency levd shown in
Table 3-5 for non-centrd systems. If the Proposed Design has both dectric and fossil-
fud-fired heating equipment types, the standard system shall be based on the floor area
weighted Source Seasond Efficiency (SSE). In cdculating the weighted average SSE, the
efficiencies of dl hesting equipment and didribution sysems are converted to source
seasond efficiencies (SSE), as shown in Equations 3.2 and 3.23.

Seasond air didribution efficiencies (N s, seasona) fOr the Proposed Design and the Standard

Design shdl be caculated using the procedures and adgorithms in Appendix F and Equation

3.1. The seasond didribution efficiencies for the Sandard Design shdl be caculated using the

defaults specified in Appendix F. The seasond digtribution system efficiency shdl be caculated

using the seasond ddlivery effectiveness (DEswsona ), the equipment efficiency factor (Feqip), and

the therma recovery factor (Frecov)
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3.8.2 Coadling Equipment

Proposed Design: ACMs must be able to modd the basic types of cooling equipment listed in
| Table 2-43. ACMs must require the user to enter the basic information to model the energy
use of these pieces of equipment. At the minimum this includes some type of seasond
digribution system efficiency for cooling, identification of whether the cooling system is
ducted or non-ducted and centrd or non-centrd. If the cooling system is non-ducted non-
central, the ACM must require the user to select the type and sze of the equipment from
those shown in Table 3-6._The efficiencies of dl dectric cooling equipment and digtribution
systems are converted to source seasona energy efficiency ratios (SSEER), as shown in
Equations 3.2c and 3.3c. The efficiencies of dl gas cooling equipment and digtribution
systems are converted to source seasonal efficiency as shown in Equations 3.4c. Packaged
ar__conditioning sysems  (PkgAirCond, LrgPkgAirCond, PkgHeatPump or
LrgPkgHeatPump) shdl be noted in the Specia Features and Modding Assumptions
ligings.
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Table 3-6 - Non-Ducted Non-Central Cooling Equipment Default Efficiencies

3-17

Room Air Conditioner Type Cooling Capacity Energy Efficiency
Ratio
Reverse Cycle Side Louvers
Without with less than 6,000 Btu 8.0
6,000 to 7,999 Btu 8.5
8,000 to 13,999 Btu 9.0
14,000 to 19,999 Btu 8.8
20,000 and more Btu 8.2
without less than 6,000 Btu 8.0
6,000 to 7,999 Btu 8.5
8,000 to 13,999 Btu 8.5
14,000 to 19,999 Btu 8.5
20,000 and more Btu 8.2
with All 8.5
without All 8.0

California Energy Commission

Standard Design: If a packaged ducted centra ar conditioner (PkgAirCond or

LrgPkgAirCond) or ducted centrd packaged heat pump (PkgHeatPump or
LrgPkgHeatPump) is used for the Proposed Design, the cooling sysem used in the
Sandard Design building shdl be a sngle package ar conditioner (PkgAirCond or
LrgPkgAirCond) with an SEER (seasond energy efficiency ratio) of 9.7. Otherwise, the
cooling system for the Sandard Design building with a centrd sysem shdl be a split
system centra air conditioner (SplitAir Cond) with an SEER of 10.0. For non-ducted non-
centrd cooling equipment, the efficiencies shdl be as shown in Table 3-6 for the type and
sze in the Proposed Design where the Size may be a user input or shall default to 24 Btu
per hour per square foot of conditioned floor area. In the case of NoCooling for the
Proposed Design, the cooling system for the Standard Design building shdl be a split
system air conditioner (SplitAirCond) with an SEER of 10.0. When a Proposed Design
uses both a split system air conditioner and another type of ar conditioner, the Sandard
Design SEER shdl be a conditioned floor area weighted average of the equivdent SEER of
the cooling equipment._The efficiencies of dl dectric cooling equipment and didribution
systems are converted to source seasond energy efficiency ratios (SSEER), as shown in
Equations 3.2c and 3.3c. The efficiencies for gas cooling equipment and digtribution systems
are converted to source seasonal efficiency (SSEcaseapumcooling) 8 Shown in Equation 3.4¢

Seasond _ar_didribution efficiencies (Ngis. sasona) fOr the Proposed Design and the
Sandard Design shdl be cdculated using the procedures and agorithms in Appendix F.
The seasond digtribution efficiencies for the Sandard Design shdl be cdculated using the
defaults specified in Appendix F. The seasond _didribution sysem efficiency shdl be
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caculated using the seasond ddivery effectiveness (DEwasna), the equipment efficiency
factor (Feqip), @nd the thermal recovery factor (Frecov)

Source seasond energy efficiency ratios for the Sandard Design shdl be cdculated as
shown in Equations 3.1c¢, 3.2¢c and 3.3c.

h =0.98" DE “F

dist, seasonal seasonal equip Fre cov Equation 3.1c

$EEF%entraJ,ducted :SEERemperatue I:install I:TXV hdist,seasonal Equation 3.2¢

SSEER,,., = SEER h

dist, seasonal Equation 3.3c

ﬁ _ Fi nstall FTXV h dist,seasonal .
GasHeatPunp,Cooling — £ N Equation 3.4c
e 1 3 u
(:ECOP ¥ COP. u
e coolinggas coolingeletric G

The temperature ajusted SEER (SEERempeauwe) adjusts the performance of the cooling
equipment at typicad outdoor air temperatures by cimate zone depending on the SEER
rating. For SplitAirCond, PkgAirCond, SplitHeatPump, PkgHeatPump, SEERemperature
shdl be interpolated from Table 3.6¢c. Extrapolation shdl not be used with this table.
Equipment with a SEER bdow 8 shdl use the vaue for 8. Equipment with a SEER above

18 shdll usethe valuefor 18. For al other centrad ducted equipment, SEER emperaure Shal be
egual to the EER rating.
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Table 3.6¢ -- Temperature adjusted SEER (SEERemperaure) By Climate Zone

SEER

cz 8 9 10 11 12 13 14 15 16 17 18
1 800 900 1000 11.00 1200 13.00 14.00 1500 16.00 17.00  18.00
2 779 875 971 1067 1152 1225 12.96 13.65 14.34 1500 15.66
3 78 878 975 1072 1159 1237 1313 1389 14.63 1536  16.08
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The inddlation factor (F.«ai), Which adjuss for typicd inddlaion practice where
refrigerant charge and airflow are not at design values, shall be 0.852.

or (Frxv), which
adjusts the system pen‘ormance to account for the presence of a TXV, shdl be 1.0 for
sysems without a TXV. For sysgems with a TXV, the themesatic—awangen—valve
refrigerant charge and airflow factor shall be 1.07 for duct systems dagned accordl ng to
ACCA Manud D and 1.11 for dl other duct systems.

esRefrigerant Charge and Airflow
Proposed Design: The ACM must dlow the user to enter a centrd ducted cooling sysem

with a refrigerant charge and airflow optio . Thise
@ on requires ether measuring charge and airflow usng gocedur& set forth in Appendix

K (for gplit system eguipment only) or requires the presence of a thermodatic expansion
valve (TXV). These features requires verification by the HERS rater and must be reported

in the Special Features and Modeling Assumptions and HERS Required Verification
ligings on the CF-1R and C-2R.
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Standard Design: Standard Design: If a split system ducted centrd air conditioner or heat
pump (SplitAir Cond or SplitHeatPump) is used for the Proposed Design then the cooling
System used in the Standard Design building shall have either refrigerant charge and airflow
measurement or be equipped with athermostatic expansion vave if required by Package D.

Adjustments to the source seasondl energy efficiency ratio due to refrigerant charge and
arflow measurement or thermostatic expansion valves are described in section 3.8.2.

3.8.34 Ductsand HVAC Seasonal Distribution System Efficiency for Ducted Systems

Proposed Design: As a default, HVAC ducts for ducted systems are assumed to exist and
are located in the attic. Likewise, as a default, the air handler is assumed to be located in
the attic. Proposed HVAC systems with a duct layout and design on the plans may locate
the ducts in the crawlgpace or a basement if the layout and design specify tha dl of the
supply registers are located in the floor and show the appropriate locations for the ducts.
When dl of the supply registers are located in the floor or dl of the supply regisers are
located in the celing, the ACM can use Table 4.1 of Appendix F to dlocate the duct
surface aress. If Al supply registers are in the floor, but the building has both a crawlspace
and a basement, the duct location may be taken as a floor area weighted average of the
entriesin Table 4.1 of Appendix F. If any story of abuilding has supply registersin both the
floor and more than two feet aove the floor, the duct location for that story must be
modeled as 100% ductsin the attic. If the modeled duct location for a given ory isnot in
the attic, the ACM must specify that dl supply registers for that story of the building (or the
whole building) are located in the floor in the Special Features and Modeling
Assumptions listings for specid verification by the loca enforcement agency.

Proposed HVAC sysems with a complete ACCA Manud D design including the duct
layout and design on the plans may dlocate duct surface area in more detail in the ACM
mode but the digtribution of duct surface areas by location must gppear on the HERS
Required Verification lig for verification by aHERS rater.

In a amilar fashion, the supply duct surface area (and the location of the ducts) of an
ACCA Manud D designed duct system may be modded explicitly in the ACM and receive
energy efficiency credit. When a non-default supply duct surface area is modded, the
supply duct surface areais subject to verification by a HERS rater and must be listed on the
HERS Required Verification ligings. The HERS rater must dso verify the existence of the
ACCA Manud D design and layout and the generd consstency of the actud HVAC
digtribution system with the design. The HERS rater must dso measure and verify the fan
flow and confirm thet it is congstent with the ACCA Manua D design specifications.

The ACM shdl dlow users to specify if they will be using diagnodtic testing of HVAC
digribution efficiency of a fully-ducted sysem by a HERS rater during the congtruction of
the building to confirm the modding of improved HVAC didribution efficiency messures

California Energy Commission 12/22/00



2001 Residential ACM Approval Manual 3_2 1

such as duct leskage. The default shdl be that no diagnostic testing will be done. Duct
efficiency credits may not be taken and diagnostic testing may not be done on any HVAC
system that uses building cavities such as plenums or a platform return. If the user does not
sdlect diagnogtic testing, the ACM shdl require users to input at least two (2) basc
parameters to determine HVAC didribution efficiency: the total conditioned floor area of
the building as specified aove and the R-vdue of the duct insulation which may be
defaulted to R4.2. Additiond data may be required to determine seasond distribution
system efficiency;. £The default input parameters are presented in Appendix F. If the user |
specifies diagnogtic testing to be performed during congruction, the ACM shdl request the
user to enter the data described in Section 4.198, Duct Efficiency and shdl report dl |
required measurements and the features used to achieve higher HVAC didribution
effidendes in the HERS Required Verification lisings. When the user chooses diagnostic
testing, the diagnogtic testing shdl be performed as described in Appendix F. Diagnostic
testing must be reported in the HERS Required Verification ligings on the CF1R and C-
2R as described in Chapter 2.

Standard Design: The standard heeting and cooling system for central systems is assumed to
have air digtribution ducts located in an attic space, 622% total tested duct leskage, non-
ACCA Manud D desgned duct system, and re-a radiant barrier_in dimae zones where
required by Package D. R-4.2 duct insulation is assumed for the Standard Design
building. The Standard Design building is assumed to have the same number of Stories as
the Proposed Design for purposes of determining the duct efficiency. HVAC digtribution
system efficiencies must be calculated using the agorithms and equations in Appendix F of
this manud for both the Proposed Design and the Standard Design. The Sandard
Design cdculation must use the default values of that procedure. For non-centra HVAC
systems, the Standard Design shal have no ducts.

3.9 Infiltration/Ventilation

The intentiond or unintentiond replacement of conditioned indoor air by unconditioned outdoor
ar creates heat gains or heat losses for a conditioned building. This exchange of indoor and
outdoor air occurs for al buildings to a greater or lesser extent. Mechanica ventilation gives a
certain degree of control of the rate of this exchange and depending on the balancing of the
ventilation may create building pressurization.

Proposed Design: Asadefault, ACMs shdl not require the user to enter any vaues related to
infiltration or mechanica ventilaion for ar qudity and shdl set the infiltration leve to be the
same as the gandard desgn. ACMs shdl alow a user to specify if they will be usng
diagnodtic testing during building condruction or if they wish to take infiltration reduction
credit for an air-retarding wrap or reduced duct leskage. An air retarding wrap can qualify
for a default reduction in Specific Leakage Area (SLA) of 0.50 without confirmation by
diagnogtic testing. The air retarding wrap must be tested and |abeled by the manufacturer to
comply with ASTM E1677-95, Standard Specification for an Air Retarder (AR)
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Material or system for Low-Rise Framed Building Walls and have a minimum perm
rating of 10. The ar-retarding wrap must be ingtaled per the manufacturer’ s specifications
that must be provided to comply with ASTM E1677-95. The default infiltration (no
diagnogtic testing and measurement of infiltration) credit for reduced duct leskage is dso an
SLA reduction of 0.50. Neither of these credits may be taken if the user chooses a
diagnodtic testing target for reduced infiltration. Either of these prescriptive infiltration
reduction credits are specia features and must be listed in the Special Features and
Modeling Assumptions listings of the CF-1R and C-2R. The air retarder specifications
listed above must dso be reported in the Special Features and Modeling Assumptions
listings when an air retarder is modeled by the ACM. If the user specifies they will be using
diagnodtic testing during congtruction, for ether reduced infiltration or reduced infiltration
with mechanica ventilation, the ACM must require the user to choose an input menu to
enter a target vaue for measured CFM504 or the SLA corresponding to the target
CFM50y, and, if mechanica ventilation is to be used, the wattage and cfm of the ventilation
supply and exhaust fans. Note that when the Proposed Design target vaue for reduced
infiltration fals below a vaue corresponding to an SLA of 3.0, mechanicd ventilation is
required and this requirement must be reported as described in Chapter 2. Whenever
mechanica ventilation is modeled (required or not), the volumetric capacity modeed must
be at least 0.047 cfmift? of conditioned floor area.  This minimum capacity is needed to
provide adequate ventilation for indoor ar qudity. If the user atempts to modd tota
mechanica volumetric capacity (balanced + unbaanced) less than 0.047 cfm/ft?, then the
ACM must indicate an input error and automaticaly block compliance output.

Tegted infiltration below a vaue corresponding to an SLA of 1.5 is not dlowed unless
mechanicd supply ventilation is ingtaled adequate to maintain the resdence at a pressure
greater than -5 pascds relative to the outsde average ar pressure with other continuous
ventilation fans operating. When the user chooses diagnogtic testing, the diagnogtic testing
shdl be peformed using fan pressurization of the building in accordance with ASTM E
779-1987 (Reapproved 1992), Standard Test Method for Determining Air Leakage
Rate by Fan Pressurization and the equipment used for this te must meet the
ingrumentation specifications found in Section 4.1 of Appendix F. The specifications for
diagnogtic testing and the target vaues specified above must be reported in the HERS
Required Verification ligings on the CF1R and C-2R as described in Chapter 2.

Standard Design: The Standard Design does not use mechanica ventilation and assumes
| infiltration corresponding to aa Specific Leakage Area (SLA) of 4.9 for ducted HVAC
sysems and an SLA of 3.8 for non-ducted HVAC systems.

Refer to Sections 4.17 and 4.17.1 for more detailed information.

3.10 Additions

Additions are tregsted as separate new buildings except for the determination of internal heeat
| gans, which are specified in Section 4.5 for the purpose of determining a Sandard Design for
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the addition. The modeling of additions or dterations must be reported in the Special Features
and Modeling Assumptions ligings, which mugt date that the building vintage;_and the input |
assumptions corresponding to this vintage must be verified prior to dteration to receive credit.

When an exising HVAC system is extended to serve an addition, the default assumptions
for duct and HVAC didribution efficiency must be used for both the Proposed Design and the
Sandard Design. However, when a new, high efficiency HVAC digtribution system is used to
serve the addition or the addition and the existing building, that sysem may be modded to
receive energy credit subject to diagnogtic testing and verification of proper ingdlation by a
HERS rater.

Proposed Design: The user must enter an indication that an addition is being modeled and the
conditioned floor area of the addition for the Proposed Design. When an ACM heas the
cgpability of running an exidting building plus an addition in a Sngle pass, the addition and
the exigting building must be entered independently and reported independently.  Specid
output must be created to clearly indicate existing building components separately from new
components.  Likewise atered existing components must have separate accounting and
reporting. Existing building components must be reported exclusively in lowercase type and
new or atered components exclusvely in UPPERCASE type for sngle pass Addition with
Exigting Building runs or Alteration runs. ACMs that require two or more passes to model
these gdtuations do not require these redtrictions on type case for exising and new (or
dtered) component reporting but these ACMs must clearly indicate which run corresponds
to exigting conditions and which run corresponds to the new or atered conditions and the
Soecial Features and Modeling Assumptions ligtings for both runs must report that two
output files, two CF-1Rs and two C-2Rs are required to be checked.

An exiding building plus an addition may be modded by means of two separae
compliance runs.

The user or the ACM modedls the Existing Building and the Addition plus the
Altered Existing Building. There will be two sets of energy use figures for
each of these energy smulation runs, the predicted energy use of the modeled
building (EU) and the predicted energy budget calculated based on the rules
specified in this manud (EB).

Let

EU. = the energy use of the exigting building (Proposed Design).

EB. = the energy budget for the existing building (Sandard Design).
EU..o = the energy use of the dtered existing building with the addition.
EB..» = the energy budget of the dtered existing building with the addition.
and

A = the conditioned floor area of the exigting building.
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Ae+a = the conditioned floor area of the dtered existing building with the
addition.

_ A
")

The dtered exiging building with the addition complies with the Standards when
Equation 3.5 is stisfied:

EUe.a £ EB..a +F~ (EU, - EB,) Equation 35

When no water hesting is proposed for the addition, the ACM must report that no
water heeting energy is being caculated and the energy budgets cannot reflect the use of
water heating energy. When a new water heater is replacing the existing water heeter for
the whole dwelling, the ACM musgt use the exigting plus addition approach to compliance
with the water hester modeled with the exiging building. When the specifications of the
exising water heater are unknown, the water hesting budget is determined as if the dwelling
were dl new condruction.

If the addition increases the number of water heaters in the dwelling then the addition
Sandard Design must be modded with a non-circulating, gas-fired water hester with a
volume which is the lessor of the Proposed Design volume or 50 galons and an Energy
Factor of 0.60. If the building does not have gas service, the ACM may dlow the
Standard Design water heeter to be a non-circulating electric water hester with an Energy
Factor of 0.98.

Equation 3.4

Standard Design: For additions, the Sandard Design shdl have atotd glazing area equd to
that allowed by Package D and the conditioned floor area of the addition just as for new
buildings. For the Sandard Design the glazing orientation, Uvaue, and SHGC of the
fenegtration shal be modeded in the same manner as anew building.

When additions are modeled with an exigting building, the ACM must require the user
to determine and enter the vintage of the existing building. The ACM shdl then use the
default assumptions specified in Table 3-7 for modding the existing structure.  If the ACM
dlows the user to enter higher U-vdues, higher F2 vdues, higher SHGCs, lower
efficiencies, or lower energy factors than the vintage defaults from Table 3-7 for the exiding
building's Proposed Design, the ACM must report such values as specia features on the
Soecial Features and Modeling Assumptions ligings
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Table 3-7 - Default Assumptionsfor Existing Buildings
Default Assumptionsfor Year Built (Vintage)

Conservation Measure Before1978 1978t01983 1984t01991 1992t01998 1999 +
INSULATION U-VALUE

Roof 0.076 0.047 0.047 0.047 0.047
Wall 0.386 0.096 0.09%6 0.088 0.083
Raised Floor -CrawlSp 0.097 0.097 0.097 0.037 0.037
Raised Floor-No CrawlSp 0.239 0.239 0.239 0.097 0.097
Slab Edge F2= 0.76 0.76 0.76 0.76 0.76
Ducts R-2.1 R-21 R-2.1 R-4.2 R-4.2
LEAKAGE
Building (SLA) 49 49 49 49 49
Ducts 28% 28% 28% 28% 28%
FENESTRATION
U-vaue UseTable 1-D - Title 24, Part 6, Section 116 for al Vintages
SHGC Use Table 1-E - Title 24, Part 6, Section 116 for al Vintages
Shading Dev. Use Fables4.3-and44Table 3-3for al Vintages
SPACE HEATING EFFICIENCY

Gas Furnace (Central) 0.75 0.78 0.78 0.78 0.78
AFUE

Heat Pump HSPF 5.6 56 6.6 6.6 6.8

Electric Resistance HSPF 3413 3413 3413 3413 3413
SPACE COOLING EFFIC.

All Types, SEER 80 80 89 9.7 97
WATER HEATING
Energy Factor 0525 0525 0525 0525 058
Rated Input, MBH 280 280 280 280 280
California Energy Commission 12/22/00
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